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Run #
From Location

(Conn -  Pin)
Contact Wire AWG

Wire/Patchcord 

P/N
Wire Color T/P #

To Location

(Conn -  Pin)
Signal Desc Contact Notes

1 J1-1 610110101 WHT TB-B1 AO_0+ 612424

2 J1-33 610110101 WHT/BLU TB-B2 AO_0- 612424

3 J1-2 610110101 SHLD TB-GND AO_0_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW

4 J1-3 610110101 WHT TB-B4 A0_1+ 612424

5 J1-35 610110101 WHT/BLU TB-B5 AO_1- 612424

6 J1-34 610110101 SHLD TB-GND AO_1_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW

7 J1-4 610110101 WHT TB-B7 AO_2+ 612424

8 J1-36 610110101 WHT/BLU TB-B8 AO_2- 612424

9 J1-5 610110101 SHLD TB-GND AO_2_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW

10 J1-6 610110101 WHT TB-B10 A0_3+ 612424

11 J1-38 610110101 WHT/BLU TB-B11 AO_3- 612424

12 J1-37 610110101 SHLD TB-GND AO_3_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW

13 J1-7 610110101 WHT TB-B13 AO_4+ 612424

14 J1-39 610110101 WHT/BLU TB-B14 AO_4- 612424

15 J1-8 610110101 SHLD TB-GND AO_4_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW

16 J1-9 610110101 WHT TB-B16 A0_5+ 612424

17 J1-41 610110101 WHT/BLU TB-B17 AO_5- 612424

18 J1-40 610110101 SHLD TB-GND AO_5_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW

19 J1-10 610110101 WHT TB-B19 AO_6+ 612424

20 J1-42 610110101 WHT/BLU TB-B20 AO_6- 612424

21 J1-11 610110101 SHLD TB-GND AO_6_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW

22 J1-12 610110101 WHT TB-B22 A0_7+ 612424

23 J1-44 610110101 WHT/BLU TB-B23 AO_7- 612424

24 J1-43 610110101 SHLD TB-GND AO_7_SHLD 259218 ALL SHLDS TIED TOGETHER & TERMINATED TO RING TERMINAL ON TB-4322 GND SCREW
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